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TENNANT AVENUE SEWER MAIN PROJECT

GENERAL NOTES

1. TEMPORARY BENCHMARK - BASED ON A CITY APPROVED BENCHMARK AS SHOWN ON THESE
PLANS.

« ALL EXISTING ELEVATIONS SHALL BE FIELD VERIFIED BY CONTRACTOR UNLESS OTHERWISE
NOTED.

. ALL SURVEY MONUMENTS SHALL BE REPLACED IF DAMAGED BY CONTRACTOR AT
CONTRACTOR’S EXPENSE.

. CONTRACTOR SHALL NOT DESTROY EXISTING PERMANENT SURVEY MONUMENTS.

. ALL WORK SHALL CONFORM TO THE LATEST EDITION OF THE CITY OF MORGAN HILL
STANDARD DETAILS FOR CONSTRUCTION WHICH ARE HEREBY MADE A PART OF THESE
PLANS. DEVIATIONS FROM THE STANDARD DETAILS MUST BE APPROVED BY THE CiTY
ENGINEER.

6. A NO FEE ENCROACHMENT PERMIT SHALL BE OBTAINED FRCM THE PUBLIC WORKS
DEPARTMENT UPON COMPLETICN OF PRE-CONSTRUCTION MEETING AND PRIOR TO
CONSTRUCTION OF _mm

7. NOT USED.

B. CONTRACTOR SHALL NOTIFY THE PUBLIC WORKS DEPARTMENT 48 HOURS PRIOR TO
COMMENCEMENT OF ANY WORK PHASE. AT THAT TIME AN "INSPECTION REQUEST FORM™
SHALL BE COMPLETED TO ENSURE PROPER SCHEDULING OF AN INSPECTION WITH THE CITY
ENGINEER'S REPRESENTATIVE.

9. CONTRACTOR SHALL PRESERVE ALL SURROUNDING PROERTY BY CONFINING OPERATIONS
TO WITHIN THE "LIMITS OF WORK™. CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING

O e G

ACCESS FOR ALL ADJOINING RESIDENTS, PLACES OF BUSINESS, AND PROPERTIES AND PROVIDING
WRITTEN NOTICE AT LEAST 24 HOURS IN ADVANCE OF ANY INTERRUPTION IN ACCESS OR SERVICE
TO THE ABOVE PROPERTY OWNERS AS WELL AS TO THE CITY ENGINEER'S REPRESENTATIVE.
10. CONTRACTOR SHALL ONLY USE EQUIPMENT PROVIDED WITH A SPARK ARRESTOR DEVICE TO
REDUCE A POTENTIAL FIRE HAZARD.
(R NO’F USED.

CONTRACTQR SHALE. PROV!DE A WA?ER TRUCK/STREET SWEEPER ON-SITE AT ALL TIMES.
CONTRACTOR WILL BE ALLOWED TO DRAW WATER FROM THE CITY OF MORGAN HILL WATER
DISTRIBUTION SYSTEM ONLY AFTER OBTAINING A HYDRANT METER FROM YHE PUBLIC WORKS
DEPARTMENT AND AN INSPECTION OF THE WATER TRUCK FOR A PROPER BACKFLOW DEVICE
OR “AIR-GAP” FILLING PIPE. CONTRACTOR SHALL KEEP DOWN DUST FROM CONSTRUCTION
ACTIVITY TO THE MAXIMUM EVENT POSSIBLE. CONTRACTOR SHALL CLEAN ALL EXISTING
STREETS, CURBS, GUTTERS, AND SIDEWALKS AFFECTED BY THE PROJECT AT THE END OF
EACH WORKING DAY.

13. MATERIAL STORAGE: ‘
NO MATERIAL SHALL BE STCRED NEAR THE EDGE OF PAVEMENT, TRAVELED WAY, SIDEWALK,
DRIVEWAY, OR SHOULDER LINE WHICH MAY CREATE A HAZARD FOR VEHICULAR AND
PEDESTRIAN TRAFFIC. CONTRACTOR IS RESPONSIBLE FOR SECURING A STORAGE AREA NEAR
THE PROJECT.

14. TRAFFIC CONTROL:
CONTRACTOR SHALL SUBMIT A TRAFFIC CONTROL PLAN FOR APPROVAL TO THE PUBLIC
WORKS DEPARTMENT A MINIMUM OF 10 DAYS PRIOR TO ANY WORK WITHIN AN EXISTING
PUBLIC STREET. THE PLAN SHALL BE SIGNED BY A LICENSED TRAFFIC ENGINEER WHEN IT
INVOLVES AN ARTERIAL STREET. CONTRACTOR SHALL PROVIDE ALL NECESSARY TRAFFIC
CONTROL IN ACCORDANCE WITH THE LATEST EDITION OF A CALTRANS "MANUAL OF WARNING

SIGNS, LIGHTS, AND DEVICES FOR USE IN PERFORMANCE OF WORK UPON HIGHWAYS™, WHILE

WORKING WITHIN THE PUBLIC RIGHT-OF-WAY, TWO TRAFFIC LANES (10’ MIN.} SHALL BE OPEN

TO VEHICULAR TRAFFIC DURING ALL HOURS, WEEKENDS, AND HOLIDAYS. ONE LANE OME
WAY TRAFFIC, MAY BE PERMITTED UNDER THE CONTROL OF NOT LESS THAN 2 (TwO)
COMPETENT FLAGMEN DURING CONSTRUCTION OPERATIONS. STREET CLOSURES AND
DETOURS SHALL ONLY TAKE PLACE UPON CITY ENGINEER APPROVAL AND POLICE
DEPARTMENT COORDINATION,

$5. JTRENCH EXCAVATION:

CONTRACTOR SHALL EXERCISE DILIGENCE IN REVIEWING THE SOILS REPORT AND

OTHER AVAILABLE RESQURCES TO FAMILIARIZE HIMSELF/ HERSELF WITH THE SOIL
CONDITIONS TO BE ENCOUNTERED IN THE COURSE OF WORK IDENTIFIED IN THESE PLANS,
CONTRACTOR SHALL NOT CAUSE DAMAGE TO ADJACENT TREES OR EXISTING STRUCTURES
ABOVE OR BELOW GRADE DURING TRENCH EXCAVATION. ALL ROCKS, BOULDERS, AND LARGE
STONES ENCOUNTERED SHALL BE REMOVED TO PROVIDE A CLEARANCE OF 6 INCHES :
AROGUND THE PIPE. THE TRENCH BOTTOM SHALL BE REFILLED TO GRADE WITH SAND, PEA
GRAVEL, OR OTHER APPROVED GRANULAR MATERIAL. CLEAN % " OR %
BE USED IN AREAS OF MOIST CONDITION OR WHERE THE SOIL HAS A HISTORY OF
SUBSURFACE WATER. IF THE BOTTOM OF THE TRENCH IS FOUND TO CONSIST OF WET OR
UNSTABLE MATERIAL INCAPABLE OF PROPERLY SUPPORTYING THE PIPE, THE MATERIAL SHALL
BE REMOVED TO A MINIMUM DEPTH OF 12 INCHES BELOW THE UNSTABLE LAYER FOR THE
FULL WIDTH OF THE TRENCH AND REPLACED WITH APPROVED GRANULAR MATERIAL,

TRENCH EXCAVATION MATERIAL DEPOSITED ADJACENT TO THE TRENCH SHALL BE PL&SED
AND LOCATED TO PREVENT SPILLAGE INTG THE OPEN TRENCH.

18. JREN 1Y
iT SHALL BE CONTRACTOR'S RESPONSIBILITY TO PROVIDE ALL NECESSARY TRENCH SAFETY
MEASURES FOR EXCAVATIONS, ALL TRENCH SAFEYTY MEASURES SHALL BE IN ACCORDANCE
WITH THE LATEST CAL-QSHA GUIDELINES. CONTRACTOR SHALL PROVIDE EVIDENCE OF A
CAL.-QSHA TRENCHING PERMIT AT THE PRE-CONSTRUCTION MEETING. CONTRACTOR SHALL
PROVIDE SITE SPECIFIC TRENCH SAFETY PLAN FOR CITY REVIEW AND APPROVAL.

17. EXCAVATIONS WITHIN THE PUBLIC RIGHT-OF-WAY SHALL BE BACKFILLED, COMPACTED, AND
TEMPORARILY PAVED WITH COLD MiX "CUT BACK® TYPE A.C. TO ALLOW FOR VEHICULAR AND
PEDESTRIAN TRAFFIC PRIOR TO 4:00 P.M. THE USE OF TRENCH PLATES IS ALLOWED,
PROVIDED THE CONTRACTOR RECESSES THE PLATES.

{T SHALL BE THE CONTRACTORS’ RESPONSIBILITY TO MAINTAIN ON A DAILY BASIS, INCLUDING

WEEKENDS, THE AMOUNT OF MATERIAL NECESSARY TO MAINTAIN THE TRENCH SURFACE
FLUSH WITH THE EXISTING STREET OR SIDEWALK. 1IN ADDITION, THE CONTRACTOR SHALL
RESPOND TO AND CORRECT SHIFTING TRENCH PLATES REGARDLESS OF THE TIME OF DAY.
IF CONTRACTOR FAILS TO CORRECT SINKING BACKFILL MATERIAL OR SHIFTING TRENCH
PLATES IN A TIMELY MANNER, CITY SHALL RESERVE THE RIGHT TC CORRECT THE PROBLEM
AND BACK CHARGE THE CONTRACTCR,

18. JOINING EXISTING PAVEMENT:
EXISTING PAVEMENT WHICH IS TC BE JOINED BY NEW PAVEMENT SHALL BE SAW CUT
VERTICAL TO PROVIDE STRAIGHT, TRUE, AND NEAT JOINTS. OVERLAPPING OF EXISTING
PAVEMENT WITHOUT SAW CUTTING OR GRINDING SHALL NOT BE PERMITTED. THE VERTICAL
EDGES SHALL BE TACKED PRIOR TO PAVING., TERMINALS OF ALL SURFACING INDICATED ON

THE PLANS SHALL JOIN ANY EXISTING SURFACE IN A SMOOTH BUTT JOINT. CONFORM PAVING

BY METHOD OF ABRASIVE GRINDING WILL BE ALLOWED UPON APPROVAL OF THE CITY
ENGINEER,
SANITA EWERS:

19. ALL MANHOLES, SEWER MAINS, AND LATERALS MUST PASS A LEAKAGE TEST AS DESCRIBED
IN THE CITY OF MORGAN HILL STANDARD DETAILS FOR CONSTRUCTION. AFTER ALL
BACKFILL, TESTING, AND PAVEMENT RESTORATION HAS BEEN COMPLETED, THE
CONTRACTOR SHALL FLUSH AND CLEAN ALL SEWER LINES 24 INCHES OR LESS IN DHAMETER
BY THE "WAYNE BALL METHOD®. AFTER THE LEAKAGE TEST, BUT PRIOR TO PAVING, A
TELEVISION INSPECTION SHALL BE PERFORMED AT ALL LOCATIONS OF NEWLY INSTALLED
SEWER MAINS AT CONTRACTOR'S EXPENSE. THE UNDERGROUND CONTRACTOR MUST KEEP
AN ACCURATE RECORD OF MANHOLES AND THE DISTANCE BETWEEN THEM AND EACH WYE
BRANCH LATAERAL, AND THEIR DIRECTION,

20. BEFORE ANY SEWERS ARE CONSTRUCTED, THE CONTRACTOR SHALL VERIFY THE ELEVATION

AND LOCATION OF EXISTING SEWER LATERALS BY FILMING THE EXISTING LINE. EXISTING SEWER

LATERALS FROM THE NORTH AND SOUTH SHALL BE CONNECTED TO THE NEW LINE.

21, THE END OF EACH NEW LATERAL SHALL BE MARKED AS SHOWN IN DETAIL S—2. THE

CONCRETE CONTRACTOR SHALL STAMP AN "S” ON THE FACE OF CURB DIRECTLY ABOVE THE
LATERAL,
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C-2 PLAN AND PROFILE STA 204460 TO 210470
C—3 PLAN AND PROFILE STA 210470 TO 217+00
C—4 PLAN AND PROFILE STA 217400 TO 222450
C-5 PLAN AND PROFILE STA 222+50 TO 223447
C-6 TUNNEL CROSSING
C~7 RAILROAD AVE TO TENNANT AVE
SUGGESTED BYPASS PUMPING PLAN
D-—1 DETAILS
VICINITY MAP D-2 DETAILS
N.T.S D=3 CITY STANDARD DETAILS
TC-0 TRAFFIC CONTROL PLAN
TC—1 TRAFFIC CONTROL PLAN
iC-2 TRAFFIC CONTROL PLAN
1C-3 TRAFFIC CONTROL PLAN
WATER LINES: TC—-4 TRAFFIC CONTROL PLAN
CONTRACTOR SHALL NOT TURN OFF OR ON ANY VALVES BELONGING TO THE CITY'S WATER
SYSTEM. ONLY DEPARTMENT OF PUBLIC WORKS PERSONNEL SHALL OPEN THE NECESSARY
VALVES TO CONNECT NEW LINES. FAILURE TO FOLLOW THIS REQUIREMENT SHALL BE
CONSIDERED AN "UNLAWFUL CONNECTION” AND MAY RESULT IN ISSUING OF A CITATION AND
FINES AS SPECIFIED IN SECTION 13.04 OF THE MORGAN HILL MUNICIPAL CODE.
CONNECTIONS REQUIRING SHUT DOWN OF THE SYSTEM SHALL BE DONE BETWEEM THE
HOURS OF 12:00 MIDNIGHT AND 6:00 A.M., AND ONLY UPON COORDINATION WITH THE
DEPARTMENT OF PUBLIC WORKS.
ALL WATER LINES SHALL BE TESTED AFTER COMPLETION OF THE TRENCH BACKFILL AND
COMPACTION OF THE FINAL BASE MATERIAL, BUT PRIOR TO THE PLACEMENT OF THE FINAL
ROADWAY SURFACE. LEGEND LEGEND
THE CONCRETE CONTRACTOR SHALL STAMP A LETTER "W” ON THE FACE OF CURB T ——me ABBREVIATIONS
DIRECTLY ABOVE THE WATER SERVICE. AB AGGREGATE BASE
FIRE_HYDRANT WET BARREL TYPE, CAST IRON BODY, TWO 2 1/2” OUTLETS AND ONE 4 1/2° (E) CITY BENCHMARK ¢ DESCRIPTION PROPOSED ~ EXISTING o ASPHALT CONCRETE
OUTLET, CLOW MODEL F-960 WITH CLOW #40 BREAKOFF CHECK VALVE ASSEMBLY OR EQUAL. AoCh I R -
. | PROPERTY LINE R R
CKF1 c TION: (E) SURVEY CONTROL POINT AVE AVENUE
BACKFILL MATERIAL SHALL BE HAND PLACED AND COMPACTED UP TO AT LEAST 6" ABOVE | EASEMENT LINE BLDG B DG | CEVENTER
THE PIPE. WHEN USING NATIVE SOILS AS TRENCH BACKFILL, THE MINIMUM SAND COVER (E) CITY MONUMENT BO BLOW OFF VALVE
SHALL BE 12" CURB AND GUTTER BOW BACK OF WALK
JETTING AND/OR FLOODING OF TRENCH BACKFILL MATERIAL WILL BE PERMITTED ONLY IF (E) GEOTECHNICAL BORING ST QABLE TELEVISION
APPROVED BY THE SOILS ENGINEER AND CITY ENGINEER, S S LA S S S = SIDEWALK éip CAST IRON PIPE
ANY EXCESS EXCAVATION MATERIAL MAY BE DEPOSITED ON-SITE IN AREAS AND AT DEFTHS ABANDOM () SEWER 71010104 I— o GNIERUNE
DESIGNATED BY THE OWNER AND WITH APPROVAL OF THE CITY ENGINEER. SR VERVERVER VIRV
THE MINIMUM RELATIVE COMPACTION FOR TRENCH BACKFILL, SUBGRADE AND BASE REMOVE {£) UTiLITY STANDARD HOODED INLET 4 A CONC  CONCRET
MATERIAL SHALL BE 95% THROUGHOUT THE PROJECT UNLESS RECOMMENDED OTHERWISE (€} AT&T ATT FIRE HYDRANTS - a BCOA DOUBLE CHMECK DETECTOR ASSEMBLY
IN THE SOILS REPORT AND APPROVED BY THE CITY ENGINEER. Di DROP INLET/DITCH INLET
IF TRENCH BACKFILL MATERIAL IS 100% AB, THE CITY ENGINEER SHALL CONDUCT (E) ELEC £ ELECTROLIER o o Dy DRIvEwAY e
COMPACTION TESTS OF THE LIFTS SPECIFIED. ELEC ELECTRICAL
ANY AGGREGATE BASE THAT BECOMES CONTAMINATED DURING CONSTRUCTION SHALL BE (E) 6AS 6 WATER METER = o e ENSE O PAVEMENT
REMOVED AND REPLACED WITH UNCONTAMINATED BASE. ®) £
EROSION CONTROL: {E) OVERHEAD OH DOMESTIC WATER SERVICE  —— pv—— " " EXIST EXISTING
AN EROSION AND SEDIMENT CONTROL PLAN SHALL BE REQUIRED PRIOR TO AND ANY PHYSICAL (E) CABLECOM FE FINISH FLOOR
DEVELOPMENT OF A PROPERTY. EROSION CONTROL SHALL BE PLANNED BETWEEN OCTOBER 15TH AND COOM SANITARY SEWER —— B Fe EINISH GRADE
MAY 1ST, AND SEDIMENT CONTROL SHALL BE PLANNED YEAR ROUND FOR THE LIFE OF THE PROJECT. () FIBER OPTIC e e FL FLOW LINE
SAID PLANS SHALL ME(ET THE) MINIMUM STANDARDS AND SPECIFICATIONS OF THE czmm)am STORMWATER FO STORM SEWER T - Fo. FIBER OPTIC
QUALITY ASSOCIATION (CASQA) FOR STORM WATER BEST MANAGEMENT PRACTICES (BMPs). CONTRACTOR | £Y SPRINT L SANITARY MANHOLE =
SHALL BE RESPONSIBLE FOR INITIATING THE REQUIRED CONTROL MEASURES. CASQA BMP INFORMATION CAN () SPRIN — SP— (SEE NOTE 28 ON SHEET 6-2) i A A
BE VIEWED AND DOWNLOADED AT hiip://cabmphanbooks.com/Construction/as (E) LEVEL 3 CEV3 STORM MANHOLE NV INVERT
CURB INLET STENCILING: ALL CURE INLETS SHALL HAVE THERMOPLASTIC STENCILING: "NO DUMPING, i iF UNEAR. PEET
FLOWS TO CREEK/RIVER (E) TELECOMMUNICATIONS - telecom —— DRIVEWAY TR ER AR LOG LIP OF GUTTER
NOT USED. LP LOW POINT
R 2 MAX MAXIMUM
(E) waATE W HANDICAP RAMP &5 JE N o
REMOVE TREE dvd EE PROPERYY INE
(€} unuty > 187 DiA L 4 % {%f PSE PUBLIC SERVICE EASEMENT
| e PVC POLYVINYL CHLORIDE PIPE
(E) WATER VALVE B RCP REINFORCED . CONCRETE PiPE
R/W RIGHT OF WAY
SDMH STORM DRAIN MANHOLE
THE STANDARD SPECIFICATIONS AND DETAI.S LATEST EDITION, OF THE CITY OF MORGAN REMOVE SANITARY SEWER MANHOLE X SLB 3LAB
HiLL SHALL GOVERN UNLESS OTHERWISE SPECH 3 SANTARY SEWeR
PECEE SSMH SANITARY SEWER MANHOLE
REMOVE SAMITARY SEWER CLEANOUT )4 STD STANDARD
il
(E) S LATERAL AND CLEANOUT ) oA %0 BE_ABANDONED
(SCHEMATIC REPRESENTATION — (E) CONNECTION MAY BE TEE OR WYE) 1C TOP OF CURB
{N) SS LATERAL AND CLEANOUT/REPLACE SS LATERAL AND PROVIDE CLEANOUT e— ) §$§ ;gpfscglﬂmovsn
NOTE: (SCHEMATIC REPRESENTATION — (N) CONNECTION MAY BE TEE OR WYE) e R R OROUND A e
Coniractor agrees that he shall assume sole and complete responsibility for job site conditions (N) SS LATERAL AND CLEANOUT PER CCTV LOGS (NOT FOUND IN FIELD) AND MANHOLE me—( ur UNDERGROUND TELEPHONE LINE
during the course of consiruction of this projeci, including safely of all persons and properly; that INSPECTIONS. CONTRACTOR TO VERIFY LOCATION. REPLACE LATERAL AND PROVIDE CLEANOUT. vee VITHIED CLAY PIPE
this requirsment shall apply continuously and not be limited fo normal working hours; and that ihe (SCHEMATIC REPRESENTATION ONLY Wy WATER VALVE

Contracter shail defend, Indemnify, and hold the Qwner and the Engineer harmless from any and
ali liability, real or olleged, in connection with the performance of work on this Project, excepling

for liability arlsing from the sole negligence of the Owner or the Engineer.

(E) SSMH - PROFILE

(N) SSMH/REMOVE AND REPLACE SSMH - PROFILE n

~ (N} CONNECTION _ﬁAY BE TEE OR WYE)
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1. ALL UTILITIES SHOWN ON THESE PLANS WERE SCALED FROM THE UTILITY MAPS RECEIVED FROM THE UTILITY COMPANIES. THEY ARE NOT NECESSARILY COMPLETE AND ARE
BASED ON THE INFORMATION AND PARTIAL TOPOGRAPHIC SURVEY DATA AVAILABLE TO THE DESIGN ENGINEER AT THE TIME THESE PLANS WERE PRODUCED. THE ACTUAL
LOCATIONS OF THE UTILITIES SHOWN ON THESE FLANS AND ALL UTILITIES AND CONDITIONS SHOWN MUST BE VERIFIED IN THE FIELD BY THE CONTRACTOR.

2. THE CONTRACTOR SHALL CONTACT UNDERGROUND SERVICE ALERT (USA) AT 1-800-227-2600 A MINIMUM OF TWO (2) DAYS PRIOR TO SCHEDULED START OF
CONSTRUCTION AND HAVE ALL UTILITY LOCATIONS MARKED IN THE FIELD PRIOR TO THE START OF CONSTRUCTION. CONTRACTOR TO PROVIDE CITY WITH USA CONFIRMATION
NUMBER FOR EACH LOCATION.

3. THE CONTRACTOR SHALL POTHOLE AND VERIFY THE LOCATION AND DEPTH OF EXISTING UTILITIES TO REMAIN AND SHALL PROTECT SAID UTILITIES DURING CONSTRUCTION.

4. FOR OPEN CUT SEWER INSTALLATION OR REPLACEMENT, PROVIDE SHOP DRAWINGS WITH POTHOLED UTILITY INFORMATION DISPLAYED FOR REVIEW BY THE ENGINEER 72
HOURS MINIMUM PRIOR TO COMMENCEMENT OF ANY EXCAVATION OF THESE SEGMENTS.

5. PROVIDE TEMPORARY UTILITY SUPPORT USING CONTROLLED LOW STRENGTH MATERIAL TO PROTECT EXISTING UTILITIES AND APPURTENANCES IN PLACE DURING SEWER
CONSTRUCTION. SEE SPECIFICATION SECTION 31 23 23.33.

NO STORAGE OF MATERIALS OR EQUIPMENT SHALL BE PERMITTED ON ROADWAYS AFTER WORK HOURS WITHOUT WRITTEN PERMISSION FROM CITY.

TRAFFIC CONTROL MEASURES SHALL BE IMPLEMENTED PER APPROVED TRAFFIC CONTROL PLANS AT ALL TIMES DURING THE CONSTRUCTION PERIOD IN COMPLIANCE WITH
TECHNICAL SPECIFICATION SECTICN 01 55 28, "TRAFFIC CONTROL.

8. APPROVED PROTECTIVE MEASURES SHALL BE USED FOR ALL EXCAVATIONS PER SECTION 31 23 00 “EARTHWORK", AND SECTION 31 41 00 “EXCAVATION SUPPORT, SHORING
AND BRACING”. :

9. ALL MONUMENTS DISTURBED BY CONSTRUCTION SHALL BE RECORDED PRIOR TO DISTURBANCE. ALL MONUMENTS DISTURBED BY CONSTRUCTION SHALL BE REPLACED BY A
PROFESSIONAL LAND SURVEYOR REGISTERED IN THE STATE OF CALIFORNIA. REPLACEMENT WORK SHALL BE COORDINATED AND DOCUMENTED WITH THE CITY ENGINEER.

10. RE-STRIPE ALL PAVED AREAS DAMAGED BY CONSTRUCTION WITH THERMOPLASTIC OR AS REQUIRED BY THE CITY IN CONFORMANCE WITH SECTION 32 17 23, "TRAFFIC
STRIPES AND PAVEMENT MARKINGS.” MARKING TYPES SHALL MATCH EXISTING TYPE.

11. COMPLETE CONSTRUCTION PER THE MOST RECENT EDITIONS OF THE CITY OF MORGAN HILL STANDARD SPECIFICATIONS, DESIGN STANDARDS, AND STANDARD DETAILS FOR
CONSTRUCTION, EXCEPT AS MODIFIED BY THESE CONTRACT DOCUMENTS.

12. THE CONTRACTOR SHALL REMOVE ALL USA PAINT MARKINGS FROM PAVEMENT, SIDEWALKS, AND CONCRETE WITHIN THE PROJECT BOUNDARY FOLLOWING THE COMPLETION OF
CONSTRUCTION. COVERING MARKINGS WITH PAINT WILL NOT BE ALLOWED.

13. DAMAGE TO STREET LIGHTING, TRAFFIC SIGNAL CR TRAFFIC LOOP FACILITIES DURING CONSTRUCTION SHALL BE REPAIRED IN ACCORDANCE WITH CALTRANS STANDARDS
SECTIONS 86 AND 87. TRAFFIC SIGNAL LOOPS DAMAGED BY THE WORK SHALL BE REPLACED WITH TYPE D LOOPS PER CALTRANS STANDARD PLAN ES-5B.

14, THE CONTRACTOR SHALL BE REQUIRED TO COORDINATE THEIR CONSTRUCTION. SCHEDULE WITH PG&E. A PG&E INSPECTOR SHALL BE ONSITE DURING PRECONSTRUCTION
SUBSURFACE UTILITY EXPLORATION POTHOLING AND DURING PIPELINE CONSTRUCTION WITHIN TEN (10) FEET OF GAS TRANSMISSION LINES.

15. NEW MANHOLES SHALL BE CONSTRUCTED AS NOTED ON THE PLANS AND PER CITY STANDARD DETAILS.
16. IN OPEN CUT SEWER REPLACEMENT SECTIONS, CONTRACTOR SHALL REMOVE AND DISPOSE OF EXISTING SEWER PIPE.
17. NEW SEWER PIPE SHALL BE THE MATERIAL AS NOTED ON THE DRAWINGS.

18. REPLACEMENT AND REPAIR OF CITY OWNED FACILITIES NOT SPECIFICALLY DETAILED IN THE PLANS SHALL BE IN ACCORDANCE WITH APPLICABLE CITY STANDARD
SPECIFICATIONS AND DETAILS.

19. CONTRACTOR SHALL FIELD LOCATE AND VERIFY ALL EXISTING LATERALS. SEWER LATERAL RECONNECTION SHALL BE IN ACCORDANCE WITH THE CITY STANDARD DETAILS.
WHERE ADJACENT UTILITIES PREVENT LATERAL RECONNECTION TO NEW 27-INCH MAIN AT A 45 DEGREE ANGLE PER CITY STANDARD DETAIL S-2, LATERALS SHALL BE
CONNECTED TO THE NEW MAIN PER DETAIL 2 ON SHEET D—2. LATERALS TO BE EXTENDED FROM THE ABANDONED 18—INCH MAIN TO THE NEW 27—INCH MAIN SHALL BE
EXTENDED PER DETAIL 2 ON SHEET D—2. SEWER LATERAL CONNECTIONS SHALL BE PLACED PRIOR TO SURFACING OF STREETS AND OTHER SURFACE RESTORATIONS.

20. RIGHT OF WAY AND PROPERTY LINES WHERE SHOWN ARE BASED UPON RECORD DATA AND ARE SHOWN FOR INFORMATIONAL PURPOSES ONLY.
21, EXISTING SANITARY SEWER MANHOLES WHICH ARE NOT TO BE REPLACED, REMOVED, OR ABANDONED SHALL BE PROTECTED IN PLACE.

22. CONTRACTOR TO REPLACE SOD, LANDSCAPING, AND IRRIGATION DAMAGED DUE TO HIS OPERATIONS TO CONDITION ACCEPTABLE TO ENGINEER AT NO ADDITIONAL COST TO
THE CITY.

23. NO REVISIONS SHALL BE MADE TO THESE PLANS WITHOUT THE APPROVAL OF THE CITY.

24. FOR SEWER BYPASS REQUIREMENTS, SEE SPECIFICATION SECTION 33 01 30.01.

25. NO DISRUPTION TO EXISTING SEWER SERVICES SHALL BE ALLOWED DURING CONNECTION TO THE EXISTING MAINS WITHOUT THE EXPRESSED APPROVAL OF THE CITY.
26. CONTRACTOR TO BROOM SWEEP CONSTRUCTION AREA EACH NIGHT PRIOR TO LEAVING THE JOB SITE.

27. CONTROL FOR MANHOLE STATIONING IS CENTER OF MANHOLE STRUCTURE, NOT CENTER OF MANHOLE FRAME AND COVER.

28. FOR MANHOLE LOCATIONS SEE SHEET G—4.
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DEPTH OF BORINGS IS 20FT. A
GEOTECHNICAL REPORT IS AVAILABLE UPON REQUEST FOR

GEOTECHNICAL BORING LOCATIONS SHOWN ARE
REFERENCE ONLY.

APPROXIMATE.

1.

‘é- APPROXIMATE GEOTECHNICAL BORING LOCATION.
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SCVWD BM # Ehiijij[g) CITY BENCHMARK DESCRIPTION PT# | NORTHING | EASTING DESCRIPTION
BRASS DISK, TOP OF SW, 3’ EAST OF WESTERLY CONCRETE HEADWALL, NW . 1866231.964 | 6229592981 | MAGNETIC NAIL AND RIBBON
BM321 330.37 CORNER OF EDMUNDSON AVE/WEST LITTLE LLAGAS CREEK, 300’ W FROM
MONTEREY RD ALONG N SIDE OF EDMUNDSON AVE 9 1865635.823 | 6228510.516 | MAGNETIC NAIL AND RIBBON
10 1865850.496 | 6228760.909 | MAGNETIC NAIL AND RIBBON
N.T.S.
MANHOLE LOCATION TABLE
MH STATION NORTHING EASTING
200460 1865680.71 6228474.31
203+43 1865799.40 6228731.18
203+99 1865822.79 6228781.53
206+58 1865931.95 6229016.67
211412 1866121.96 6229425.19
216419 1866333.81 6229889.51
220+09 1866496.93 6230243.95
221411 1866532.73 6230339.60
222+50 (300+67) 1866623.04 6230444.89
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223447 . 1866665.62 6230362.43
300400 1866587.58 6230502.09
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PARTIAL TOPOGRAPHIC SURVEY DATA. T
SHALL BE THE CONTRACTOR'S
RESPONSIBILITY TO FIELD VERIFY ALL
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1. EXISTING 6" PIPE CONNECTING TO SSMH
009 FROM THE NORTH MAY OR MAY NOT
BE ACTIVE. CONTRACTOR SHALL VERIFY IF
LINE IS ACTIVE AND IF SO, SHALL
RECONNECT TO NEW SSMH PER DETAIL 4
ON SHEET D—1.

CONTRACTOR SHALL COMPLETE
CONSTRUCTION OF (N) 27” SS PIPE
BEFORE ABANDONING ANY SS PIPE OR
SSMH.
COMPLETELY FILL AND ABANDON (E) SS
WITH CELLULAR GROUT.
CONTRACTOR SHALL REMOVE (E) 18" VCP
SS WITH 36" STEEL CASING IN PART AS
REQUIRED FOR INSTALLATION OF (N) 27”
PVC SS IN (E) SSMH 053.
CONTRACTOR SHALL REPLACE IN KIND ANY ; %
MEDIAN DAMAGED DURING CONSTRUCTION (F) 24”
TO THE NEAREST EXPANSION JOINT. VOP S5 -
REPLACED MEDIAN SHALL MATCH EXISTING NITH  SEE DETAIL.
MEDIAN SECTION. 5" STL [
FOR MANHOLE LOCATIONS SEE SHEFT G—4. CASING - —(£) 18" VCP
BACKFILL WITH CEMENT SLURRY AND 127 / 56 o | SR R ' SR ' 1 e 015
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REMOVE AND REPLACE SSMH. SEE i f{
DETAIL S—4 AND 5-3 ON SHEET D-3. / / ' ; .
INSTALL NEW SSMH. SEE DETAILS S—4 T ‘ ‘ S NEW (OPEN CUT)

AND S~5 ON SHEET D-3. 15 LF 27" PVC SS RE £
| o _ | | o o - L | | MOVE AND REPLACE .| REMOVE AND REPLACE
ABANDON (E) SSMH. SEE DETAIL 3 ON NEW (OPEN CUT) REMOVE AND REPLACE (OPEN CUT) (OPEN CUT) N (OPEN CUT)

SHEET D—-1. | 60 LF 27" PVC 55 | | | 268 LF (E) 8 VCP SS WITH 27" PVC T | 1756 LF (E) 8" VCP SS WITH| 61 LF (E) & VCP S5

NOT USED. ) | {E) 8
RECONNECT (E) LATERAL TO 27—INCH SS 27" PVC SS WITH 27" PVC SS

PER DETAIL 1, SHEET D-2.
%] EXTEND (E) LATERAL TO 27-INCH SS
PER DETAIL 2, SHEET D-2.

.08

314.49 (24

(Ey 187 S

APPROXIMATE [E
@ﬁw IND AT {N)
S CENTERLINE

g 5

CONSTRUCT (N) $SMH
INV [314.84 (27 |OUT)
INV (314.94 (277 IN)

RiM 1 330.19%

=1
%\
200475
%
J

\

.
=

(E) SSMH 008 WITH DROP MH
RIM 330.26+ (MATCH, (E) GRADE)

CONSTRUCT (N} SSMH
INV 315,81 (27" OUT)
INV 315,71 (277 IN)
INV 316134 (6" IN)

REMOVE| (E) SSMH 010
RIM 329.89+

BEMOVE] AND REPLAC
203-+99

(E
ii

\

1, LTSCALE

SO
S

A~UTH -PROP-TENNANT | X-—PARCEL

A-UTHL - TENNANT

200+00 201+00 202+00 205+00 204+00

ACAD~new WMh24x36 | X-~TOPO—TENNANT

Pl =
SCALE: 1"=20' HORIZ
1"=4' VERT

WORK ACCEPTED: | INSPECTOR: DRAWN: . DESIGN: Py FILE NUMBER:

PLAN AND PROFLE 302717

2077 GATEWAY PLACE . -
SUITE 550 STA 2 % T@ 2@4‘%”6@ PR!N;;?;;?G?Q
SAN JOSE, CA 95110

WWW. MOTTMAC.COM SHEET NUMBER:

File: C:\pwworking\hmm\water_wastewater\juc85308\d0338848\C~01.dwg SYSV: VISRETAIN=1, PSLTSCALE

Aref:

AS-BUILT CORRECTIONS  |ora  RF, TKS

DESCRIPTION BY: DATE: APPROVED:__/AW o ‘/é//f 408 NUMBER: 1 ity or ORGAN H%LL Fublic Works E@p&ﬁmeﬁt

— 376483
Revisions | - cggm@a SCOTT CREER R55887Q EX. 60 /19 1 00 Edes Ci. or‘gan Hill, CA 95037 (408)776~-7337, Fax {408)779-56282

[

5 OF 19




Jun 03, 2019 , 11:27am by VILB5908

Last Soved

:24am by VILBS908

Jun 04 , 2019 , 11
\pwworking\hmm\water_wastewater\|luc85908\d0338848\C~02.dwg SYSV

Piotted
File

VISRETAIN=1, PSLTSCALE=1, LTSCALE=1

¢

—PAR

ENNANT | X-UTIl —PROP-TENNANT

4=l

AD—new Mh24x36 | X-TOPO-—TENNAN

345

340

335

330

325

320

315

310

MATCH LINE STA 204+60
SEE SHEET C-1

NOTES 1, 2,

THIS PLAN WAS PREPARED FROM
AVAILABLE RECORD INFORMATION AND
PARTIAL TOPOGRAPHIC SURVEY DATA. IT
SHALL BE THE CONTRACTOR'S
RESPONSIBILITY TO FIELD VERIFY ALL
CONDITIONS ON THE JOB SITE PRIOR
TO CONSTRUCTION. SEE PROJECT

-2,

ET C-3

0y
L
L
W

MATCH LINE STA 210470

NOES:

~—CONTRACTOR ~SHALL

PV 53
LAWY L

)

i

GRADE

H
H

(TBA)

:
S & WU —— .
| i

EMN(TER)

DETAIL S—4 AND S5-5 ON SHEET D-3.

R 1| REMOVE AND REPLACE SSMH. SEE

345

340

335

330

325

320

315

e CONSTRUGTIONS OF (N} 27" 2 @g _— e un | [7] INSTALL NEW SSMH. SEE DETAILS S—4 | % FU—
v | BEFORE_ABANDONING ANY, ! L I~ ZWon, N B I I AND S-5 ON SHEET D-3. e
| SSMH. " R = | & ABANDON (E) SSMH. SEE DETAIL 3 ON @ ™
O |5 CoMPLETELY FILL AND ABA % B R = " SHEET D-1. | 5
3~ CONNECT(E)-$S PIPE TC - Gl EZ T R s L e ] - — = [5] RECONNECT (E) LATERAL TO 27-INCH SS O S '~ W
LW ™ SEral 4. ON-SHEET-D—1. SN T ) | I | N = | PER DETAL 1, SHEET D-2. T |
Wi e S e cossodo S S  EXTEND (E) LATERAL TO 27-INCH s | | S < i
T - N I= Trommmm oo i N ME s PER DETAIL 2, SHEET D-2. - . - HU
m ! = I s e = = O TR 0 T}l =]l - o~ A
. O] ’\/E#WE{E) - M g C?‘O= &I & VNV W B s L =k e BN SO S *{ : S | 1 £ = N
11 ] A N e s i ] v 2 S > 1O Sl 1 & Bl S~ ; o o )
QF s : I i N f S| D —— S S v 7>
EE , - S R S S—— R
< r ; , | | %ﬁ N
w —‘;MLWXW,WNMX" N E S— . - S % - - - S S S— J}.‘J;S%m@w 2 _u,,..‘,,,jﬁ.,, X:,Y” . S ; — o] 5
139 (F (E) 8~ VCP SS WITH 27° PVC SS i 59 LF 27° PVC SS ‘ | 412 LF (E) 8 VCP SS WITH, 27" PVC 5

205+00

206400

207+00

208400

PROFILE

SCALE: 1"=20' HORIZ
1"=4' VERT

209+00

210+00

WORK ACCEPTED:

INSPECTOR:

DESIGN:

H{}ﬁ: w s
=20

DESCRIPTION

DATE

ay

AS—BUILT CORRECTIONS

DATE:

VERT: " ,
=4

City of Morgan Hill

Revisions

APPROVED: DA

WYL

AR

JOB NUMBER:
376483

7

CITY OF MORGAN HILL

Public Works Department

S SCOTT CREER RCE 58879 EXP. 06/30/19

100 Edes Ct. Morgan Hill, CA 95037 (408)776-7337, Fax (408)779~6282

MACDONALD

2077 GATEWAY PLACE
SUITE 550

SAN JOSE,

WWW. MOTTMAC.COM

CA 95110

PLAN AND PROFILE
STA 204+60 TO 210+70
TENNANT AVENUE

FILE NUMBER:
302717

PRINT DATE:
6/5/2019

SHEET NUMBER:




26am by VIL85908

VISRETAIN=1, PSLTSCALE=1, LTSCALE=1

Jun 03, 2019, 11

Last Saved

:25am by VILBS908

Jun 04, 2019 , 11
\pwworking\hmm\water_wastewater\luc85908\d0338848\C~03.dwg  SYSV

Plotted:
File

C:

~d

SEE SHEET C-2

SEE SHE

O
N
=+
Q
O
<
w
LLJ
=
-
O
 —

MATCH LINE STA 217+00
El

s

THIS PLAN WAS PREPARED FROM
AVAILABLE RECORD INFORMATION AND
PARTIAL TOPOGRAPHIC SURVEY DATA. IT
SHALL BE THE CONTRACTOR'S
RESPONSIBILITY TO FIELD VERIFY ALL
CONDITIONS ON THE JOB SITE PRIOR
TO CONSTRUCTION. SEE PROJECT
NOTES 1, 2,

| 1. CONTRACTOR SHALL COMPLETE CONSTRUCTION OF (N) 27” SS PIPE BEFORE SEURTRAD! LSRR
ABANDONING ANY SS PIPE OR SSMH. PLAN
2. SSMH 003 IS BURIED AT AN UNKNOWN DEPTH AND WAS LOCATED VIA -
345 | | AVAILABLE CCTV INFORMATION. CONTRACTOR TO LOCATE AND REMOVE MH. SCALE: 1"=20 ; 5 5 2 345
ST - k|3, COMPLETELY FILL AND ABANDON (E) SS WITH CELLULAR GROUT. SR NP T R ! — ? 5 , = N N
i<® . 14 CCTV DATA NOT AVAILABLE FROM STA 211+12 TO STA 214+59. LATERAL o ; REMOVE AND REPLACE SSMH. SEE ) 0 | | R
e ﬁ LOCATIONS ARE BASED ON ENGINEERING JUDGEMENT. CONTRACTOR SHALL e o DETAIL S—4 AND S—5 ON SHEET D-3. OO o - S R
| T 71 VERIFY LOCATION IN FIELD AND CONFIRM ACTIVE LATERALS. i e /| (2] INSTALL NEW SSMH. SEE DETAILS S-4 T Erel N | S
Lz % A : AND S—5 ON SHEET D-3 | | e Ly
Al b w45 GONTRACTOR TO CONFIRM LOCATION AND ALIGNMENT OF (E) LATERAL. IF Bt S e : T Y p— Y &g E e <
340 R LATERAL LOCATION CONFLICTS WITH (N) SSMH INSTALLATION, REALIGN LATERAL A & ABANDON (E) SSMH. SEE DETAIL 3 ON S T L & T 340
O 3 12%8% | AND RECONNECT TO (N) 27" SS PIPE. > S @ e Uses,” ] ol o 48 5, B RRNS e k
- et - o ’ by i : R | et 5
> e S—— N I \. ] . RECONNECT (E) LATERAL TO 27-INCH SS | - T TS| N s A } T
J Y NN : - N B o , N : o | R —  irn ; =~ D o O 00 W oot g
j_l et }5 i w;:WN - S—— =% - PER DETAIL 1, SHEET D-2. : B L? o T “ g & DS o Vo e e A - u
T e > S : oL EXTEND (E) LATERAL TO 27-INCH SS RE— | =GPt o TR s Vs e e shy
335 E o= t L+ ) f PER DETAIL 2, SHEET D-2. : : W g i3 »._LI:E;(“) ﬁ T T £ o
ke WHEM 2 e - L= - T ~ N I (I T At S ettt Toue “ - _L335
7o) PR B SN - O S N S Nl Tl = DL L L L O O B o —.. — )
s L ! : | ; k| =
m y N o QE T S — S N 5 e . A T ;;% e _ . . - Lu
; 1 i | | S N SR IR O S— N S S | e S | ISR S vt S — LLE
4 330 g ; [ g 330
£ ; o - R Y Y X XXX X X X _ XX
i N — - Y YT YT X X TR X X I XXX == - T | 1 ) R N
g 325 - S . S— . g s - ' ; 325
i_- 5 N . : . - B S : : - ; ) . ~M‘ e : R R ? — - ! e /-j]'-\\ H o im
4} . | | | __SS @ S=0.17% | - LI
320 Z S5O S=0.1 7 ! % ; : ' Z 520
’ { S I | e S e e N e ; B - S . - ; ot - : & .. ! S — mj
| 3 S i—— — | s
; 42 LF (E) 8” VCP SE; WITH 127”6 MPE{C SS ‘\ N | ) | i N - | : N | | z | ‘ | ' ) | ) ; I | | E ( | . | % ” . e BB B | 5 B B—— S w.:,, FRR—— ;
, 1 _, | L REMOVE AND REPLACE (OPEN CUT) | . | I, REMOVE AND REPLACE (OPEN CUT) __
= J. ; 507 LF (E) 8 VCP SS WITH 27 PVC SS ['81 LF (E) 8~ VCP SS WITH 27° PVC SS 310
211400 212+00 213400 214+00 215400 216400 217400

e

PROFILE

SCALE: 1"=20' HORIZ
1"=4"' VERT

DESIGN: HOR: FILE NUMBER:

AH BT ATYE PLAN AND PROFILE 302717

WORK ACCEPTED: | INSPECTOR:

AS—BUILT CORRECTIONS %“ifm RE R g ) C!ty of Mor‘gan Hill 2077 GATEWAY PLACE STA 210470 TO 217400 o o

DESCRIPTION DATE | BY | Bv. DATE: | APPROVED: . PATE: / « s JO;;;T;’; CITY OF MORGAN HILL Public Works Department mort ! mﬁ%ﬁ}_{cﬁ\%ééﬁg TENNANT AVENUE SHEET NUWBER:

e |&F SCOTT oREER RCE see7o EXb 06/30/1s ] 100 Fdes Ot Morgen W OA 9503 (40)77o7a7 Fox (Roeyrreexez | I _ , MAIN PROJECT 5%

RCE




26am by VILB5908
1, PSLTSCALE=1, LTSCALE

Jun 03, 2019, 11

Last Saved

25am by VIL85908
\pwworking\hmm\water_wostewater\lucB5308\d0338848\C—-04.dwg  SYSV

Jun 04 , 2019 , 11:

Piotted:
File

1

VISRETAIN=

C

CUTLPROPTENNAN | X PARCE

AN

ANT L XL

e

AGADangn Nh24i36

_fref

MATCH LINE STA 217400

345

340

335

330

325

320

315

310

SEE SHEET C-3

[NOTES 1,

on

e i

2, 3

AVAILABLE RECORD INFORMATION AND
PARTIAL TOPOGRAPHIC SURVEY DATA. IT
SHALL BE THE CONTRACTOR'S
RESPONSIBILITY TO FIELD VERIFY ALL
CONDITIONS ON THE JOB SITE PRIOR
TO CONSTRUCTION. SEE PROJECT
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3. CONTRACTOR SHALL REPLACE IN KIND ANY + Ho P mo + o™ Z S22
MEDIAN AND CURB DAMAGED DURING SO INEE =SS N0z DITNSE 2 335
CONSTRUCTION TO THE NEAREST EXPANSION SLIOO- B = B O - B
JOINT. REPLACED MEDIAN SHALL MATCH EXISTING L
MEDIAN SECTION. A
= 4. CONTRACTOR SHALL VERIFY INVERT OF (E) 127 B ] )
= PIPE AT LOCATION OF (N) SSMH IN THE FIELD. 330
REMOVE AND REPLACE SSMH. SEE ] S R 330
= DETAIL S—4 AND S—5 ON SHEET D-3. | ?
INSTALL. NEW SSMH. SEE DETAILS S—4
i AND S—5 ON SHEET D-3. : S B e | B B
ABANDON (E) SSMH. SEE DETAIL 3 ON I
il ~ SHEET D-1. 305 | | |
5 [4] NOT USED. b 325
> RECONNECT (E) LATERAL TO 27-INCH SS 11 N ‘
. PER DETAIL 1, SHEET D-2. 5 @ $=0.17%
EXTEND (E) LATERAL TO 27-INCH SS X : )
. PER DHA! L 2, SHEE]‘ D — 2 . .:, s 7o 0 % U —— ~§m.u,.u,ﬂ.w_~ . : Pt
- 320 : f
- p——— S | 320
| e s
315 i ?
|L_NEW_(OPEN CUT) | NEW {OPEN CUT) | .. |
5 138 LF 277 PVC SS 59_LF 27" PVC S |
310
223+00 224400 °'°
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THIS PLAN WAS PREPARED FROM
AVAILABLE RECORD INFORMATION AND
PARTIAL TOPOGRAPHIC SURVEY DATA. iT
SHALL BE THE CONTRACTOR'S
RESPONSIBILITY TO FIELD VERIFY ALL
CONDITIONS ON THE JOB SITE PRIOR
TO CONSTRUCTION. SEE PROJECT
NOTES 1, 2, 3 ON SHEET G--2.
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THE CASING LENGTH SHALL EXTEND 12 INCHES

MINIMUM INSIDE THE JACKING AND RECEIVING SHAFTS.

THE CASING DIAMETER AND WALL THICKNESS SHALL BE

SELECTED AND VERIFIED BY THE CONTRACTOR AS PER

SECTION 33 05 07.24.

3. JACKING AND RECEIVING SHAFTS ARE SHOWN ON
THESE DRAWINGS AT A TYPICAL DIMENSION AND ONLY
FOR PROJECT UNDERSTANDING. THE CONTRACTOR IS
RESPONSIBLE FOR SHAFT SHAPE AND SIZE TO SuiT
HIS MEANS AND METHODS INCLUDING INTENDED CASING
PIPE SEGMENT LENGTH AND SITE CONSTRAINTS
INCLUDING EXISTING UTILITIES AND TRAFFIC FLOW
REQUIREMENTS. DRAWINGS DO NOT IMPLY THE AREA IS
FREE OF CONFLICTING IMPROVEMENTS AND
CONTRACTOR TO VERIFY THE LOCATION OF ALL
EXISTING UTILITIES PRICR TO START OF CONSTRUCTION.

4. THE CARRIER PIPE SHALL BE INSTALLED AND BACKFILL
GROUTED WITHIN THE STEEL CASING IN ACCORDANCE
WITH SECTION 33 05 07.23.

5. PRIOR TO INSTALLATION OF CASING, ABANDON EXISTING
24" SANITARY SEWER (ASSUMED VCP) AND BACKFILL
WITH CELLULAR CGROUT. SEE SHEET C—-04 FOR
ADDITIONAL INFORMATION. SEE SHEET C—7 REGARDING
BYPASSING SEWER FLOWS.

6. SEE SHEET G—3 FOR INFORMATION ON
GEOTECHNICAL BORINGS.

7. CONTRACTOR SHALL PERFORM PRECONSTRUCTION
POTHOLE OF LEVEL 3 CONDUIT AND PROVIDE TOP
ELEVATION OF CONDUIT AND SIiZE OF CONDUIT TO
ENGINEER FOR VERIFICATION. DATA SHALL BE
PROVIDED TO ENGINEER A MINIMUM OF 8 WEEKS
PRIOR TO ANY WORK ASSOCIATED WITH AUGER BORING,
INCLUDING SHAFT EXCAVATION. CONTRACTOR SHALL BE
RESPONSIBLE FOR OBTAINING AND EXECUTING PERMITS
AND INSURANCE AGREEMENTS REQUIRED BY UPRR FOR
WORK.

8. AUGER BORING IS FACE OF SHAFT TO FACE OF SHAFT

DISTANCE. CARRIER PIPE LENGTH IS MANHOLE TO

MANHOLE. STEEL CASING LENGTH IS EQUAL TO THE

SUM OF THE AUGER BCRING LENGTH AND THE

LENGTHS IDENTIFIED IN NOTE 1.
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S PIPE,S,

GENERAL BYPASS PUMPING NOTES:

1.

ALL. BYPASS PIPING AND HOSES CROSSING
CITY STREETS OR SIDEWALKS MUST BE
ENCLOSED IN A TRENCH AND TEMPORARILY
PAVED OR PLATED FLUSH. SEE DETAIL 5
ON SHEET D-1.

BYPASS PIPING SHALL CONSIST OF

SECURED PVC PIPING WITH RESTRAINED 6.

JOINTS (YELLOWMINE PIPE OR APPROVED
EQUAL). HARD, RIBBED SUCTION HOSES
WILL BE APPROVED ONLY FOR SHORT
REACHES WHERE NECESSARY TO MAKE
CONNECTIONS TO FITTINGS AND DISCHARGE

POINTS. 7.

BYPASS PIFING SHALL BE SECURED IN

PLACE TO RODS DRIVEN INTC THE GROUND 8.

AND SANDBAGGED ADEQUATELY TO PREVENT
MOVEMENT OF THE PIPING DURING BYPASS

PUMPING. g.

BYPASS PUMPING EQUIPMENT CONTROLS
SHALL INCLUDE PROVISIONS FOR ALARMING

THE CONTRACTOR AND THE OWNER IN THE 10.

EVENT OF BYPASS PUMPING MALFUNCTIONS
INCLUDING HIGH WET WELL ALARM.
CONTRACTOR TO RESPOND TO ALARMS
WITHIN AN HOUR OF THE ALARM CONDITION.
IN INSTANCES WHERE THE CITY RESPONDS

TO ALARMS ASSOCIATED WITH THE BYPASS
PUMPING DUE TO THE CONTRACTOR'S
FAILURE TO RESPOND WITHIN AN HOUR, CR
WHERE THE CITY ASSISTS THE CONTRACTOR
IN ADDRESSING ALARMS, THE CIiTY WiLL
BACKCHARGE THE CONTRACTOR FOR ALL
INCURRED COSTS.

IN THE EVENT OF A SEWAGE SPILLAGE
ASSOCIATED WITH THE SEWAGE BYPASSING,
THE CONTRACTCR SHALL BE RESPONSIBLE
FOR REPORTING THE INCIDENT TO THE
STATE OF CALIFORNIA INTEGRATED WATER
QUALITY PROGRAM (CIWQS).

ROUTE BYPASS PIPING OUTSIDE OF THE
UPRR RIGHT—-OF-WAY AT ALL TIMES.
SAWCUT CONCRETE MEDIAN IN INSTALL
TEMPORARY BYPASS PIPING. REPLACE
MEDIAN TO NEAREST JOINT.

CONTRACTOR SHALL BE RESPONSIBLE FOR
PROTECTION OF BYPASS PUMPING
EQUIPMENT.

THIS BYPASS PLAN IS A SUGGESTION.
CONTRACTOR SHALL BE RESPONSIBLE FOR
PREPARING A BYPASS PLAN IN
CONFORMANCE WITH THE CONTRACT
DOCUMENTS AND WHICH CONFORMS TO
WORK.

WORK ACCEPTED: | INSPECTOR:

AS—BUILT CORRECTIONS

DESCRIPTION

e e o < /¢ /05
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bs e REMoVe VER 1O __RESTORE SURFACE
-- /" SEE NOTE 2
—~ SANITARY SEWER PIPE —
CONTROLLED LOW STRENGTH u
MATERIAL (CLSM) S0 .
~t o
-t Z <
(£) umury <Z 2 - BACKFILL WITH CLASS 2 AB PROVIDE STEEL PLATES AND/OR
W Ws© COMPACTION SHALL TEMPORARY AC PAVING FOR SAFE
A A duEZ= CONFORM TO REQUIREMENTS = -
EEE | | WORKING SURFACE IN
oS g} 5 A, AT OF TRENCH BACKFILL CONFORMANCE WITH CONTRACT
% o EXISTING GRADE REQUIREMENT.
O =
! (73]
]
VNIV -
S DEPTH TO PROVIDE ADEQUATE
— PLUG EXISTING SANITARY SEWER S W SPACE FOR PIPE, FITTINGS,
be M ST b~ LA
3 SECTION 03 30 00.2.08 OF TR A // CONCRETE CLASS 3. > bs - “
THE CONTRACT PROJECT S AR _
CLASS 2 AB PER PLAN VIEW CLASS 2 AB PER SPECIFICATIONS e T /C(&\
TYPICAL TRENCH DETAIL TYPICAL TRENCH DETAIL S LT
\J\ .9 4% -1 s 4;, | > CONTRACTOR SHALL NUMBER OF PIPLS, PIPE
/ \j\‘{ | U | P Sy | SUPPORT OR ANCHOR DIAMETER AND MATERIALS
., ~(E) UTILITY = i N~ o - 4 PIPE AS NEEDED TO TO BE DETERMINED BY
i : / ®) umm BT MIN/] L T e \3 PROVIDE AN OPERATIONAL CONTRACTOR.
{ 6 M N{ & ) RRIRIICE e A — SYSTEM,
VE— Y 1/2” NEOPRENE
R ORES i BOND BREAKER
-&1 /2" NEOPRENE CLoM——1, AROUND PIPES
BOND BREAKER THE EXISTING MANHOLE TO BE ABANDONED IN PLACE SHALL BE AS SHOWN ON PLANS AND IN NOTES:
\ AROUND PIPES ( O ACCORDANCE WITH THE FOLLOWING REQUIREMENTS AND STANDARD SPECIFICATIONS: 1. UPON COMPLETION OF BYPASS OPERATIONS; CONTRACTOR SHALL REPLACE
clay—"T )} SANITARY SEWER PIPE | ROADWAY STRUCTURAL SECTION IN CONFORMANCE WITH CITY STANDARD
R\ O j 1. REMOVE AND SALVAGE ALL SUITABLE FRAMES AND LIDS (TO BE DETERMINED BY THE CITY) AND DETAIL U—3.
St e CEOTEXTILE DELIVER TO THE CITY'S YARD. UNSUITABLE FRAMES AND LIDS SHALL BECOME THE PROPERTY OF THE
“///g g LLLELS \ CONTRACTOR AND SHALL BE DISPOSED OF OUTSIDE OF THE PUBLIC RIGHT—OF—WAY IN ACCORDANCE WITH 75\ TEMPORARY BYPASS PIPING TRENCH DETAIL
- - SECTION 7-1.13 OF THE STANDARD SPECIFICATIONS. .
GEOTEXTILE ' TRENCH WIDTH AND ' / \SANETARY SEWER PIPE 51
PIPE BEDDING MATERIAL GEOTEXTILE PIPE BEDDING 2. RESTORE THE SURFACE TO A CONDITION TO MATCH EXISTING SIDEWALK OR ROADWAY SECTION. N.T.S.
PER CITY STANDARD DETAIL U-3 MATERIAL PER
CITY STANDARD |
NOTES: DETAIL U3 /3" ABANDONMENT OF EXISTING SANITARY SEWER MANHOLE
" SEPARATION BETWEEN UTILITIES \D-1/ N.T.S.
SECTION A-A IS 12 INCHES OR LESS. SECTION B-B
1) (E) UTILITY SUPPORT DETAIL
D-1 N.T.S.
S
_: !
| : —(E) 24" SS CENTER LINE
DROP MANHOLE PER CITY [ (E) 24" S8 /
_ SANDED EXTERIOR PVC MANHOLE
T MANHOLE____,/‘-’ ADAPTER AS MANUFACTURED BY STANDARD DETAIL S-5 R
. GPK OR APPROVED EQUAL EXISTING VCP SANITARY o’ |
SEWER (TO REMAIN) \
‘<> 2 -0 _——— FLEXIBLE COUPLING OR PVC \
41 MAX REPAIR COUPLING AS NEEDED & ¥
A =0y PVC - PVC !
AREA OF . : PVC TO VCP FLEXIBLE PIPE . L
MANHOLE WALL | NEW PIPE COUPLING WITH STAINLESS STEEL h %
TO BE REM%VED E1ENS | _ | SHEAR BAND AND CLAMPS 2 >
op N Pp e (MISSION RUBBER MRO2 ARC £ CENTER ;
SERIES OR APPROVED EQUAL)~F ANHOLE 277 S5 CENTER LINE
FEYY IPUR RN - 7. 7 £ 4.7 7 4 a2 _lllI.J'Flﬂ’illﬁi':ﬂ"’ll!!l'."!?fl?’f?fl?": EXISTING PIPE MATERIAL IN FIELD
[ et i -' IS FOUND TO BE PLASTIC, 07" S5
S P SN T MISSION RUBBER MR56 ARC
RECHANNEL BOTTOM HYDRAULIC ggiﬁs BQERU;;F?EFSROVED EQUAL
AS REQUIRED TO CEMENTITIOUS | : 72” MANHOLE
FORM A SMOOTH ON--SHRINK
BASE GROUT
RECONSTRUCT EXIST. CONC.
BENCH AND ENCASEMENT AS (E) 24" SS
NECESSARY OR AS APPROVED / ;
BY THE ENGINEER (E) 24" SS CENTER LINE ——
-
2>\ CONNECTION TO EXISTING MANHOLE DETAIL HA |
-1/ ' NTS. ) / 4"\ (E) PIPE CONNECTION TO DROP MANHOLE /6 72" SEWER MANHOLE AT STATION 223+47
: \D-1/ N.T.S. \D-1/ N.T.S.
WORK ACCEPTED: | INSPECTOR: DRAWN: Ly DESIGN: A Hoﬁ;v s \ FILE NM': - ;
' ' i - H 302117
AS—BUILT CORRECTIONS %”52“ RF TS //C[/ C!ty Of MOI" gan HI" M 2077 gﬁ?gVSASYOPLACE DETAILS PRINT DATE: :
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e CITY STD DETAIL U-3

. - - i ———————
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EXISTING SERVICE

/ PVC TO VCP FLEXIBLE PIPE LATERAL TO REMAIN
, COUPLING WITH STAINLESS STEEL

/ SHEAR BAND AND CLAMPS

w ¥ gy 4 Y

[

(E) B” VCP SS

(TO BE REMOVED) {¥% (MISSION RUBBER MRO2 ARC

SERIES OR APPROVED EQUAL). IF
EXISTING PIPE MATERIAL IN FIELD
IS FOUND TO BE PLASTIC,
MISSION RUBBER MR36 ARC
SERIES OR APPROVED EQUAL
SHALL BE USED.

L™ L EEVEL BV I §

RAEAEIR
@ Py e 7 oa

NOTES:
1. FOR TRENCH INFORMATION NOT SHOWN, SEE CITY STD DETAIL U-=3.
2. FOR OTHER DETAILS NOT SHOWN, SEE CITY STD DETAILS S-2 AND S-3.

@ TYPICAL SECTION VIEW OF ALTERNATE SS LATERAL INSTALLATION

N.T.S.

R

=]

SSMH ABANDONMENT PER =
DETAIL 3 ON SHEET D1 "

PVC TO VCP FLEXIBLE PIPE
COUPLING WITH STAINLESS STEEL
SHEAR BAND AND CLAMPS
(MISSION RUBBER MR02 ARC
SERIES OR APPROVED EQUAL). IF
EXISTING PIPE MATERIAL IN FIELD
IS FOUND TO BE PLASTIC,

(E) SSMH 008

CONNECT TO MANHOLE PER T o
DETAIL 2, SH -1 T e
SHEET D &, L~ ssuH PeEr ety
S T4 7 1A STANDARD
DETAIL S—4

11:5%am by VIL85908
=1, PSLTSCALE=1, LTSCALE=1

EXTEND LATERAL THROUGH (E) SSMH -

—_— e —
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7 \;
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= MISSION RUBBER MR56 ARC

S SERIES OR APPROVED EQUAL EXISTING SERVICE BEFORE ABANDONING SSMH |

- SHALL BE USED. LATERAL TO REMAIN « a

; \ R

2% MIN GRADE

N

PVC TO VCP FLEXIBLE PIPE
COUPLING WITH STAINLESS STEEL
SHEAR BAND AND CLAMPS

(MISSION RUBBER MRO2 ARC
SERIES OR APPROVED EQUAL). IF

2% MIN GRADE
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EXISTING SERVICE / \/\
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% AS NEEDED TO EXTEND LATERAL » EXISTING PIPE MATERIAL IN FIELD

= | NEW 277 PVC SS IS FOUND TO BE PLASTIC,

B MISSION RUBBER MR56 ARC

5 NOTES: SERIES OR APPROVED EQUAL

gt 1. FOR TRENCH INFORMATION NOT SHOWN, SEE CITY STD DETAIL U-3. SHALL BE USED. | NOTES:

— 2. FOR OTHER DETAILS NOT SHOWN, SEE CITY STD DETAILS S—2 AND S-3. 1. FOR TRENCH INFORMATION NOT SHOWN, SEE CITY STD DETAIL U-=-3.

o 2. FOR OTHER DETAILS NOT SHOWN, SEE CITY STD DETAILS S—2 AND S-3.
- / 2\ TYPICAL SECTION VIEW OF SS LATERAL EXTENSION / 3\ 8S LATERAL EXTENSION THROUGH SSMH 008

5 \D-2/ N.TS. \D-2/ N.T.S.
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ELASTOMETRIC SLEEVE COUPLING
WITH STAINLESS STEEL BANDS PAVEMENT GRADE
FOR CONNECTING BUILDING SEWER - SENDARD FRAME & COVER
ny FACTORY MANUFACTURED TO WYE : TOP OF PIPE SMALL BE
WYE FITTING OF THE SAME ELASTOMETRIC SLEEVE COUPLING . 2" MIN ASPHALT CAP CUT FLUSH WITH MANHOLE
l MATERIAL AS SEWER MAIN WITH STAINLESS STEEL BANDS f-———»—iM,N i INSIDE WALL
1l FOR CONNECTING WYE ~ —
TO SEWER MAIN AV N - T
—_— TN i 12" %*
- 7 ; P
E . W;F{. -
4" MIN- 1/8 BEND SEE NOTE 4. —mwml': ! - -
26" MIN. DIA COLLAR CHRISTY G5 / D 12"X10" CLASS "3
- - 7T R APRRGED QUAL | — . e CONCRETE_ COLLAR
PAVEMENT — &M, COVER MARKED ‘ : CAP END k MAIN SEWER TO BE {CONTRACTOR IS TO
N l WITH "SEWER”. z SEWER LATERAL-SOLID WALL ABS OR PVC—4" MIN / MACHINE CUT FOR WYE @ o g‘é%‘&fégf*mm@ INTO ; |
- ; (T Ll 3,
: ' z | : I ““ ' INSERTION OF MANUFACTURED WYE (VCP) & n . INSTALLING COLLAR) '
i ' “ i = B
= ’ 4]
g @ [——] 4" MIN WYE | 5 INERT SYNTHETIC RUBBER FITTING
) § STAINLESS STEEL BAND & ADJUSTING SCREW _ <k _ + — FLOW
— B SEWER MAIN DIAMOND DRILLED TAPERED INERT PLASTIC ER
: FITONG HOLE COMPRESSION FITTING b 4'—0" STD.
g i e
PEA GRAVEL CLASS 3 CONCRETE SEWER LATERAL—SOLID WALL ABS OR PVC—4" MIN ! P PPN i |
' ) . B
FREE-RESTING CAP ~— : — ,\_““ - ;
QVER OPENING. RISER SAME AS MAIN : 27
MATERIAL TO BE SAME | ok END iy MORTAR ALL JOINTS g’
AS RISER. . ol b SEE NOTE 3. *."| RUBBER WATER STOP (SEE NOTE 1)
PLAN 1 I %} O—RING CENTERED
PROVIDE RUBBER . TRl ~ = L ¢4 UNDER MANHOLE ) i
EXPANSION PLUG LONG RADILS 1/8 BEND 9"%3* REDWOOD STAKE MALE GUIDE KEY ) SEWER LATERAL P 4 BARREL (TYP.) !—:—Jrvﬁ THRU 36” DIA.
S NOTED [, T COLORTE ORCTR, , R/ o e oo e romE ouoe e < sEcrion
CLASS 3 CONCRETE CURB DIRECTLY ABOVE THE LATERAL. R e N COMPRESSION FITTING %‘ i i } BB
/_ 2. FOR ALLOWABLE CONNECTIONS g kol 24
— ————— AND FITTINGS TO EX. MAINS, SEE STD. S-3 i WE " e (VCP) 8 SLOPE = 1° PER FOOT Mim (5 MAX.)
4. e A A PR /1 W - / SYNTHETIC BUBBER DGED INSE 1= ¥ . = L LY .
L i AT e T ‘ 3. ALL CONNECTIONS SHALL BE MADE SIS - o e GROUT AND SHAPE TO SMOOTH FINISH.
el s D e N IR IR ABOVE THE SPRING LINE OF THE SEWER MAIN : - DEFER QUIRED) LATE .
1 | © - LATERAY L 5.
PLUG B B 0 STAINLESS STEEL STRAPS SEE NOTE| 6 |3 o NOTES:
GRADE s - 1. FOR CHANNELIZATION OF INTERCEPTING LINES,
3 e 2% MiN PROVIDE SMOOTH TRANSITIONS (APPROX. 1'-8"
— PR il L IO =l e INSIDE RADIUS} TOWARDS DOWNSTREAM FLOW OF
e [ T T e - « WAN,
i < T A e et et G 2. PRECAST CONCRETE PIPE SECTIONS, ADJUSTMENT
e e 45 N /s RINGS AND TAPERED SECTIONS SHALL x’.(:ONFORM TO)
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THESE TRAFFIC CONTROL PLANS HAVE BEEN PREPARED USING INFORMATION CONTAINED IN THE 2014 CALIFORNIA MANUAL ON
UNIFORM TRAFFIC CONTROL DEVICES, REVISION 3 (2014 CA MUTCD REV 3).

THE CONTRACTOR SHALL INSTALL TRAFFIC CONTROL DEVICES PRIOR TO COMMENCEMENT OF CONSTRUCTION. THE CONTRACTOR
SHALL ALSO MAINTAIN ALL TRAFFIC CONTROL DEVICES DURING CONSTRUCTION, AS REQUIRED BY THE CITY ENGINEER/INSPECTOR.
A 24—HOUR “ON—-CALL’ TELEPHONE NUMBER SHALL ALSO BE PROVIDED TO THE CITY BY THE CONTRACTOR FOR SERVICES
REQUIRED BEYOND NORMAL WORKDAY OPERATIONS.

ACTUAL SIGN INSTALLATION LOCATIONS ARE TO BE DETERMINED IN THE FIELD. SIGN LOCATIONS SHALL BE APPROVED BY THE CITY
ENGINEER/INSPECTOR PRIOR TO ANY INSTALLATION WORK.

SIGNS SHALL BE INSTALLED/PLACED AND REMOVED BY THE CONTRACTOR IN ACCORDANCE WITH THESE PLANS AND AS DIRECTED
BY THE CITY. |

ANY EXISTING SIGNS, STRIPING, AND/OR PAVEMENT MARKINGS THAT CONFLICT WITH THESE TRAFFIC CONTROL PLANS SHALL BE
COVERED OR REMOVED DURING CONSTRUCTION. REMOVAL OF ROADWAY STRIPING AND/OR PAVEMENT MARKINGS SHALL BE DONE
IN ACCORDANCE WITH CURRENT CALTRANS AND CA MUTCD STANDARDS. SIGNS, STRIPING, AND/OR PAVEMENT MARKINGS SHALL BE
RESTORED TO EXISTING CONDITIONS TO THE SATISFACTION OF THE CITY ENGINEER/INSPECTOR ONCE CONSTRUCTION IS COMPLETE.
CONTRACTOR SHALL PROVIDE MINIMUM TWO (2) 10’ WIDE TRAVEL LANE DURING CONSTRUCTION UNLESS OTHERWISE SHOWN ON
PLANS.

TEMPORARY TRAFFIC CONTROL DEVICES SHALL NOT BLOCK FIRE HYDRANTS AND/OR DRIVEWAYS.

ALL TRAFFIC CONTROL DEVICES (SIGNS, CHANNELIZERS, ETC.) SHALL BE RETROREFLECTIVE AND/OR ILLUMINATED DURING
NIGHTTIME TRAFFIC CONTROL.

CONTRACTOR SHALL POST TEMPORARY “NO PARKING” SIGNS ALONG ROADWAY FRONTAGE, WHERE APPLICABLE, A MINIMUM 48
HOURS PRIOR TO COMMENCEMENT OF WORK AND SHALL NOTIFY THE POLICE DEPARTMENT. SIGNS SHALL STATE DAYS AND HOURS
WHEN RESTRICTIONS ARE IN EFFECT.

CONTRACTOR SHALL DISPLAY ON ITS BARRICADES COMPANY NAME AND 24~HOUR EMERGENCY TELEPHONE NUMBER IN CASE OF
EMERGENCY CALLOUTS.

CONTRACTOR SHALL FURNISH, ERECT, AND MAINTAIN BARRICADES, LIGHTS, SIGNS, FLAGMEN, FENCING, AND OTHER SAFETY
MEASURES TO GIVE ADEQUATE PROTECTION TO THE PUBLIC AT ALL TIMES.

THE PARKING OF ANY CONSTRUCTION—RELATED VEHICLES OR STORAGE OF ANY MATERIAL IS NOT ALLOWED ON A PUBLIC STREET
OR SIDEWALK UNLESS APPROVED IN ADVANCE BY THE CITY ENGINEER.

ANY TRAFFIC STRIPING, PAVEMENT MARKINGS, PAVEMENT SURFACE, ETC. DAMAGED OR DESTROYED BY CONTRACTOR'S WORK SHALL
BE REPLACED BY CONTRACTOR TO THE SATISFACTION OF THE CITY ENGINEER AT CONTRACTOR'S SOLE EXPENSE. ANY DAMAGE TO
CROSSWALK STRIPING LIMIT LINES AND PAVEMENT MARKINGS SHALL BE REPLACED IN ITS ENTIRETY.

FOR ANY ONGOING PROJECTS IN THE VICINITY OF THIS PROJECT, THE ROUTING OF PEDESTRIANS, VEHICLES, AND CONSTRUCTION
TRUCKS SHALL BE COORDINATED WITH OTHER CONTRACTORS TO MINIMIZE PUBLIC INCONVENIENCE.

SIDEWALKS AND TRAFFIC LANES SHALL REMAIN OPEN WHEN NO ACTIVITY IS PLANNED AND/OR BETWEEN SCHEDULED CLOSURES.
SIDEWALKS AND TRAFFIC LANES SHALL BE OPENED AT THE END OF EACH WORKDAY.

WHEN USED FOR VEHICULAR AND/OR PEDESTRIAN TRAFFIC CONTROL, STEEL PLATES SHALL BE INSTALLED FLUSH WITH ADJACENT
GRADE.

PROJECT CONTRACTOR SHALL DETERMINE ULTIMATE PROJECT PHASING AND ACTUAL DURATION OF EACH PHASE AND SHALL SUBMIT
AN ACTIVITY DURATION TABLE TO THE CITY PUBLIC WORKS INSPECTOR PRIOR TO START OF CONSTRUCTION.

AT THE END OF EACH WORK DAY THE CONTRACTOR SHALL BE RESPONSIBLE FOR BACKFILLING THE TRENCHES AND PLACING
TRAFFIC—RATED STEEL PLATES TO REOPEN THE TRAFFIC LANES TO TRAFFIC DURING NON—WORK HOURS. STEEL PLATES SHALL BE
INSTALLED FLUSH WITH ADJACENT GRADE TO PROVIDE SMOOTH AND SAFE DRIVING CONDITIONS. IF PLATES ARE NOT RECESSED TO
BE FLUSH WITH THE PAVEMENT, CONTRACTOR SHALL INSTALL TEMPORARY PAVING WITH COLD ASPHALT TO FEATHER THE EDGES
OF THE STEEL PLATES. CONTRACTOR SHALL ADHERE TO SECTION 7-1.04, "PUBLIC SAFETY,” OF THE 2018 CALTRANS STANDARD
SPECIFICATIONS.

ALL PROPERTY OWNERS HALL BE NOTIFIED ONE WEEK IN ADVANCE OF ANY CONSTRUCTION THAT MAY AFFECT PROPERTY ACCESS.
ACCESS TO ALL AFFECTED PROPERTIES SHALL BE MAINTAINED OPEN DURING CONSTRUCTION, UNLESS OTHERWISE NOTED.
SANDBAGS AND/OR GRAVEL BAGS SHALL BE PLACED OVER THE BASE LEGS OF BARRICADE—MOUNTED SIGNS TO PREVENT ANY
OVERTURNING.

CONSTRUCTION ACTIVITIES AND TRAFFIC CONTROL MEASURES SHALL BE LIMITED TO THE HOURS BETWEEN 8:00 AM AND 4:00 PM,
MONDAY THROUGH FRIDAY, UNLESS ALLOWED OTHERWISE BY THE CITY ENGINEER/INSPECTOR OR OTHERWISE NOTED BY PLANS.
CONTRACTOR SHALL MAINTAIN TRAFFIC SIGNAL DURING CONSTRUCTION. COORDINATE WITH CITY FOR ANY SIGNAL OPERATION
MODIFICATION WORK. |

THE CONTRACTOR SHALL NOTIFY THE ENGINEER AND POLICE DEPARTMENT 24 HOURS PRIOR TO ANY OPERATIONAL SHUTDOWN OF
EXISTING SIGNAL SYSTEM.

CONTRACTOR TO PROVIDE UP TO FOUR (4) PORTABLE CHARGEABLE MESSAGE SIGNS (PCM) AS DIRECTED BY THE ENGINEER.

THE TRAFFIC CONTROL PLANS SHOWN ARE FOR THE CONTRACTOR'S GUIDANCE ONLY. CONTRACTOR SHALL SUBMIT HIS OWN
TRAFFIC CONTROL PLANS DEPENDING ON THE PHASING, MEANS AND METHODS OF CONSTRUCTION FOR REVIEW AND APPROVAL.
THE TRAFFIC CONTROL PLANS SHALL BE PREPARED AND SIGNED BY A LICENSED TRAFFIC ENGINEER (TE) AND SHALL BE
SUBMITTED NO LATER THAN TEN WORKING DAYS PRIOR TO COMMENCING CONSTRUCTION.
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DETAIL B DETAIL C

SCALE: 1"=40 SCALE: 1"=40'

TENNANT AVE
POSTED SPEED LIMIT = 35 MPH

CHURCH ST
POSTED SPEED LIMIT = 30 MPH

DETAIL A VINEYARD BLVD
SCALE: 1"=40 POSTED SPEED LIMIT

MONTEREY BLVD
(POSTED SPEED LIMIT = 35 MPH
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